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Effluent Limitations and Monitoring Requirements 

1. Outfall 001 - 0.0055 MGD Facility 
a. There shall be no discharge of floating solids or visible foam in other than trace amounts. 

b. This facility has Total Nitrogen and Total Phosphorus calendar year load limits associated with this outfall included in the current 
Registration List under registration number VAN020162, enforceable under the General VPDES Watershed Permit Regulation for 
Total Nitrogen and Total Phosphorus Dischargers and Nutrient Trading in the Chesapeake Watershed in Virginia. 

c. During the period beginning with the permit's effective date and lasting until the expiration date, the permittee is authorized to 
discharge from Outfall Number 001. Such discharges shall be limited and monitored by the permittee as specified below. 

Parameter 

Monthly Average(1) 

Discharge Limitations 

Weekly Average^ Minimum Maximum(1) 

Monitoring 

Frequency 

Requirements 

Sample Type 

Flow<2) (MGD) NL NA NA NL 1/D Estimate 

pH NA NA 6.0 S.U. 9.0 S.U. 1/D Grab 

CBOD; lOmg/L 0.21 kg/day 15 mg/L 0.31 kg/day NA NA 1/M Grab 

Total Suspended Solids, TSS(3) lOmg/L 0.21 kg/day 15 mg/L 0.31 kg/day NA NA 1/M Grab 

Total Kjeldahl Nitrogen, TKN 3.0mg/L 0.06 kg/day 4.5 mg/L 0.09 kg/day NA NA 1/M Grab 

Nitrate+Nitrite NL NA NA NA 1/YR Grab 

Total Nitrogen<4) NL NA NA NA 1/YR Calculated 

Total Phosphorus NL NA NA NA 1/YR Grab 

Dissolved Oxygen NA NA 6.0 mg/L NA 1/D Grab 

E. coli (Geometric Mean)(5) 126n/100 mLs NA NA NA 1/W Grab 

( ' See Part I B. MGD = Million gallons per day. 1/D = Once every day. 
( 2 ) The design flow is 0.0055 MGD. NA = Not applicable. 1/W = Once every week. 
( 3 ) TSS shall be expressed as two significant figures. NL = No limit; monitor and report. 1/M = Once every month. 
< 4 ) Total Nitrogen is the sum of Total Kjeldahl Nitrogen and S.U. = Standard units. 1/YR = Once every year. 

NO2+NO3 Nitrogen and shall be calculated from the 
results of those tests. 

( 5 ) Samples shall be collected between 10:00a.m. and 4:00 
p.m. 

Grab = An individual sample collected over a period of time not to exceed 15-minutes. 
Estimate = Reported flow is to be based on the technical evaluation of the sources contributing to the discharge. 

(The rest of this page is intentionally blank.) 
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^^a^^catio^^eve^a^com^ha^ce^enor^^ 

1. Quantification Levels 
a. The quantification levels(QL)shall be less than or equal to thefollowing concentrations: 

Characteristic Quantification Level 
TSS LOmg/L 

CBOD^ 2 mg/L 

b. The QL is defined as the lowest concentration used to calibrateameasurement system in accordance with 
the procedures publishedfor the method. It is me responsibility ofthe permittee to ensure that proper 
quality assurance/quality control(QAB^QC) protocols arefollowed during the sampling a 
procedures. QA^QCmformation shall be documented to confirm that appropriate analyt^ 
have been used and the required QLs have been attained. The permittee shall use any method in 
accordance with Part I IAofthis permit. 

2. Compliance ReportingforParametersinPart LA. 

a. Monthly Average^Compliance with the montl^y average limitations and̂ or reporting requirements 
the parameters listed in Part LB.La. ofthis permit condition shall be determined asfollows: All 
concentration data belowtheQLusedfortheanalysis(QL must be less than or equal to the QL listed 
Part LB.La above)shall be treated as zero. All concentration data equal to or above the QLusedforthe 
analysis shall be treated as it is reported. An arithmetic average shall be calculated using all reported data 
forthemonth, including the defined zeros. This arithmetic average shall be reported on the Discharge 
Monitoring Report (DMR) as calculated. I f all data are belowtheQLusedforthe analysis, then the 
average shall be reported as ^QL^. I f reportingfor quantity is required on the DMR and the reported 
monthly average concentration is ^QL, then report ^QL^forthe quantity. Otherwise use the reported 
concentration data (includmg the defined zeros)and flow datafor each sample day to determm^ 
quantity and reportthe monthly average ofthe calculated daily quantities. 

b. Weekly Average^Compliance with the weekly average limitations and^orreportingrequirementsforthe 
parameters listed in Part LB.La. ofthis permit condition shall be determined asfollows: All concent 
data below the QLusedfortheanalysis(QL must be less than or equal to the QL listed in Part LB 
above)shalI be treated as zero. All concentration data equal to or above the QLusedfor the analysis shall 
be treated as reported. An arithmetic average shall be calculated using all reported data, including the 
defmed zeros, collected within each complete calendar week and entirely contamed within the reporting 
month. The maximum value ofthe weekly averages thus determined shall be reported on the DMR. I f all 
data are below the QLusedforthe analysis, then the weekly average shall be reported as ^QL^. I f 
reportingfor quantity is required on the DMR and the reported weekly average concentration is 
then report ^QL^forthequantity.Otheryvise use the reported concentration d^ 
zeros)and flow data breach sample day to determine me daily quantity and reportthe maximum weekly 
average ofthe calculated daily quantities. 

c. Single Damm-Ariy single dat^m required shall be reported as ^ Q L ^ i f i t is less than the QL 
analysis(QL must be less than or equal to the QL listed inPart LB.La above). C^herwise the nume^^ 
value shall be reported. 

d. Significant Digits The permittee shall report at leastthe same number of significant digits as the p e ^ 
limitforagiven parameter. Regardless of the rounding convention used by the permittee (i.e.,5always 
rounding up orto the nearest even number), the permittee shall use the convention consistently,and shall 
ensure that consulting laboratories employed by the permittee use the same convention. 
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3. Nutrient Reporting Calculationsfor Parti.A. 

a. EorTotal Phosphorus, all daily concentration data below the quantifrcation level (QE)for the anar̂ ^ 
method used shall be treated as half the QE. All daily concentration data equal to or above the QEfor the 
analytical method used shall be treated as It is reported. 

b. EorTotal Nitrogen (T^), i f none of the dailyconcentrationdatafor the respective species (i.^ 
Nitrates/Nitrites) are equal to or above the QEfor the respective analytical methods use 
concentration value reported shall equal one half of the largest QEusedforthe respective species. I f one 
of the data is equal to or above the QE, the dailyTB^ concentration value shall be treated as that data pom^ 
is reported, I f more than one of the data is above the QE, the dailyTN concentration value shall equal the 
sum ofthe data points as reported. 

O^her^e^ i reme^a^ f e c i a l G o ^ ^ i o ^ 

1. 95^ Capacity Reopener 
Awritten notice andaplan of action for ensuring contmued compliance with the terms of this per^ 
submitted to the DEQ-Northern Regional Office (DEQ-NRO)when the monthly averages 
sewage treatment plant reaches 95 percent ofthe design capacity authorized in this permit for each month of 
any three consecutive month period. The written notice shall be submitted within 30 days and the plan of 
action shall be received attheDEQ-NROnolaterthan 90 daysfrom the tmrd consecutive monthforwhic^ 
the flow reached 95 percent ofthe design capacity. Theplan shall include the necessary steps andaprompt 
schedule ofimplementationfor controlling any current or reasonably anticipated problem resultingfro 
influent flows. Failure to submit an adequate plan inatimely manner shall be deemedaviolationofthis 
permit. 

2. Indirect Dischargers 
The permittee shallprovide adequate notice to the Department ofthefollowing: 
a. Arty new introduction of pollutants into the treatmentworksfrom an indirect discharger which would be 

sub^ectto Section 301 or 306 of Clean Water Act and the State Water Control Eawifit were directly 
discharging those pollutants^ and 

b. Any substantial change in the volume or character ofpollutants being introduced into the treatment 
works byasourceintroducmg pollutants mto the treatment works atthe time ofissuance 

Adequate notice shall include information on (i) the quality and quantity of effluent i n ^ 
treatment works, and (ii) any anticipated impact ofthe change on me quantity or quality of ef^ 
discharged from the treatment works. 

3. Operation and Maintenance^Oc^M^ Manual Requirement 
The permittee shall maintamacurrent Operations and Maintenance^O^M^Manualforthetr^^ 
that is in accordance with VirginiaRollutant Discharge Elimination System Regulations, 9V^ 
sewage treatment plants^Sewage Collection and Treatment Regulations, 9VAC25-790. 

The O^M Manual and subsequent revisions shall include the manual effective date and meet Part 11.^ 
Part IE^.4Signatory Requirements of the permit. Any changesinthe practices and proceduresfollowed by 
the permittee shall be documented in the O^M Manual within 90 days ofthe effective date ofthe changes. 
The permittee shall operate the treatmentworks in accordance with the O^MManual and shall make the 
O^M manual available to Department personnelforreviewduringfacility inspections. Within 30 days ofa 
request by DEQ, the current O^MManual shall be submitted to the DEQ-NROforr^^ 



Parti 
Page40f5 

The O^M Manual shall detail the practices and procedures which will befollowed to ensure compliance with 
the requirements ofthis permit. This manual shall include, but not necessarily be limited to, thefollowing 
items, as appropriate: 

a. Permitted outfall locations and techniques to be employedinthe collection, preservation, and 
analysis ofeffluent, storm water and sludge samples; 

b. Proceduresfor measuring and recording the duration and volume of treated wastewater discharged; 
c. Discussion ofBest Management Practices, if applicable; 
d. Proceduresforhandling, storing, anddisposingofallwastes, fluids, and pollutants that will prevent 

these materialsfrom reaching state waters. List type and quantity ofwastes, fluids, and pollutants 
(e.g.chemicals)storedatthisfacility; 

e. Discussion oftreatment works design, treatment works operation, routine preventative maintenance 
ofunits within the treatment works, critical spare parts inventory and record keepings 

f Plan for the management and/or disposal ofwaste solids and residues; 
g. Hours of operation and staffing requirementsfor the plant to ensure effective operation o 

treatment works and maintain permit compliances 
h. List offacility,local and state emergency contacts; and 
i . Proceduresfor reporting and responding to any spills/overflows/treatment works upsets. 

4. Licensed Operator Requirement 
The permittee shall employ or contract at least one Class tit licensed wastewater works operators 
facility. The license shall be issued in accordance with Title 54.lof the Code ofVirginia and Boardfor 
Waterworks andWastewater Works Operators and Onsite Sewage System Professionals Regulations. The 
permittee shall notify the Department in writing whenever he is not complying, or has groundsfor 
anticipating he will not comply with this requirement. The notification shall includeastatement of reasons 
andaprompt schedulefor achieving compliance. 

5. Reliability Class 
The permitted treatment works shall meet Reliability Class tL 

6. CTC and CTO Requirement 
maccordancewith^^^C^^ 
Certificate to Construct(CTC)andaCertificate to Operate(CTO)from the Department ofLnv 
Quality priorto constructing wastewatertreatment works and operating the treatment works, respectively. 
Noncompliance with the CTC or CTO shall be deemedaviolation of the permit. 

7. TreatmentWorks Closure Plan 
Ifthe permittee plans an expansion or upgrade to replace the existing treatment works, or iffaciliti^ 
permanently closed, the permittee shall submitto the DLQ-NROaclosureplanforthe existing tr^^ 
works. The plan shall address thefollowing information asaminimum: Verification of elimination of 
sources and/or alternate treatment scheme; treatment, removal and final disposition of residual wastewater 
and solids; removal/demolition/disposalofstructnres, equipment, piping and appurtenances; site grading, and 
erosion and sediment control; restoration ofsite vegetation; access control; fill materials; and proposed 
use (postclosure)of the site. The plan should contain proposed datesfor beginning and completion ofthe 
work. The plan must be approved by the DLQpriorto implementation. Once approved, the plan shall 
become an enforceable part ofthis permit and closure shall be implemented in accordance with the approved 
plan. No laterthan!4calendardaysfollowing closure completion, the permittee shall submit to the DEQ-
NROwritten notification of the closure completion date andacertification of closureinaccordance with th^ 
approved plan. 

8. Water Quality Criteria Reopener 
Should effluent monitoring indicate the needfor any water quality-based limitations, this permit ma 
modified or alternatively revoked and reissued to incorporate appropriate limitations. 
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9. Sludge Reopens 

The Board may promptly modify or revoke and reissue this permit if any applicable standardfor sewage 
sludge use or disposal promulgated under Section 405(d) ofthe OleanWater Act is more stringent than any 
requirementsfor sludge use or disposal in this permit, or controlsapollutant or practice not limited in this 
permit. 

10. Sludge Use and Disposal 
The permittee shall conduct all sewage sludge use or disposal activities in accordance with the Sludge 
Management Plan (SMP) approved with the issuance of this permit. Any proposed changes in the sewage 
sludge use or disposal practices or procedures fallowed by the permittee shall be documented and submitted 
for DEQ-NROapproval 90 days prior to the effective date of the changes. Upon approval, the revised SMP 
becomes an enforceable part ofthe permit. The permit may be modified or alternatively revoked and reissned 
to incorporate limitations or conditions necessitated by substantive changes in sewage sludge use or disposal 
practices. 

11. Total Maximum Daily Uoad(TMDU^Reopener 
This permit shall be modified or alternatively revoked and reissued ifany approved wasteload allocation 
procedure, pursuant to Section 303(d) ofthe CleanWater Act, imposes wasteload allocations, limits or 
conditions on thefacility that are not consistent with the permit requirements. 

12 Nutrient Offsets 
Any annualTotal Nitrogen and/orTotal Phosphorus loadings above and beyond those permitted prior to July 
1,2005 shall be offset subject toaDEQ-approved trading contract prepared in accordance with 62.t^ 
-:19 of the Uaw and 9VAC25-820-10et seq., and which includes, but not limited to, thefollowing: 

a. Discussion ofthe source ofthe acquired allocations, 
h. Discussion of othcrpcrmittcdfacilitics involved in the trade, and 
c. Discussion ofany non-point source allocations acquired. 

This proposal shall provideforthe waste loads that are projected to he discharged on an annual haŝ ^ 
term of this permit a 
expandedfacility. Once approved, the conditions ofthe proposal pertaining to verification ofnon-point 
allocations acquired, or self-offsetting practices implemented, become an enforcea^ 

13. Nutrient Reopener 
This permit may he modified or, altematively,revoked and reissued: 

a. Ifany approved wasteload allocation procedure, pursuant to Section 303(d) ofthe Clean Water Act, 
imposes wasteload allocations, limits or conditions on thefacility that are not consistent with the permit 
requirements; 

h. Toincorporate technology-based effluent concentration limitationsfornutrients 
installation of nutrient control technology^whether by new construction, expansion or upgrade, or 

c. Toincorporate alternative nutrient limitations and/ormonitoring requirements, should: 
i . theState Water Control Board adopt new nutrient standardsfor the water body receiving the 

discharge, including the Chesapeake Bay or its tributaries, or 
i i . afuture water quality regulation or statnte require new or alternative nutrient control. 
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CONDITIONS APRLICABLETO ALL VPDES PERMITS 

A. Monitoring 

1. Samples and measurements required by this permit shall be taken at the permit designated or approved 
location and be representative ofthe monitored activity. 
a. Monitoring snail be conducted aeeo 

Regulations Part 136 or alternative methods approved by theU.S.Environmental Protection Agency, 
unless other procedures have been specified in this permit. 

b. The permittee shall periodically calibrate and perform maintenance procedures on all monitoring and 
analytical instrumentation at intervals that will insure accuracy ofmeasurements. 

c. Samples taken shall be analyzed in accordance with lVAC30-45,Certificationfor Noncommercial 
Environmental Laboratories, or lVAC30-46,Accreditationfor Commercial Environmental 
Laboratories. 

2. Any pollutant specifically addressed by this permit that is sampled or measured at the permit designated 
or approved location more frequently than required by this permit shall meet the requirements i n A I a 
throughcabove and the results ofthis monitoring shall be included in the calculations and reporting 
required by this permit. 

3. Operational or process control samples or measurements shall not be taken at the designated permit 
sampling or measurement locations. Operational or process control samples or measurements do not need 
tofollow procedures approved underTitle 40 
accordance with lVAC30-45,Certificationfor Noncommercial Environmental Laboratories, or 1VAC 
46, Accreditationfor Commercial Environmental Laboratories. 

BD t̂ ecnrd̂ s 

L Records ofmonitoring information shall include: 
a. The date, exact place, and time of sampling or measurements; 
b. The individual(s)who performed the sampling or measurements; 
c. The date(s)andtime(s)analyses were performed; 
d. The individual(s)who performed the analyses; 
e. The analytical techniques or methods used; and 
f. The results of such analyses. 

2. Exceptfor records of monitoring information required by this permit related to the permittees se 
sludge use and disposal activities,which shall be retainedforaperiod of at least five years, the permit 
shall retain records of all monitoring information, including all calibration and maintenance records and 
all original strip chart recordings for continuous monitoring instrumentation, copies of all reports requn^ 
by this permit, and records of all data used to complete the applicationfor this permit, foraperiod of at 
least3years from the date of the sample, measurement, report or application. This period of retention 
shallbe extended automaticallyduring the course of any unresolvedlitigation regarding theregulated 
activity orregarding control standards applicable to the permittee, or as requested by the Board. 
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ĉ  ^eportin^ Monitoring results 

L The permiftee shall submit the results of the monitoring required by this permit not later than thelOthd 
of the month after monitoring takes place, unless another reporting schedule is specified elsewhere in this 
permit. Monitoring results shall be submitted to: 

Department ofEnvironm 
13901 Crown Court 
Woodbridge,VA22193 

2. Monitoring results shall be reported onaDischargeMonitoring Report (DMR) or onforms provided, 
approved or specified by the Department. 

3. Calculations f^r all limitations which require averaging ofmeasurements shall utilize an arithmetic mean 
unless otherwise specifiedinthis permit. 

D^ Dnty to P̂ ovid̂ e Information 

The permifteeshallfurnish to the Department,withinareasonable time, any information 
may request to determinewhether cause existsfor modifying, revokingandreissuing,or terminating this 
permit or to determine compliance with this permit. The Board may require the permittee tofumish, upon 
request, suchplans, specifications, andotherpertinentinformationasmay henecessary todeterminethe 
effect of the wastesfrom this discharge on the quality of state waters, or such other information as may h^ 
necessary to accomplish the purposes of the StateWater Control Law. Thepermittee shall alsofumish to the 
Department upon request, copies ofrecords required to be kept by this permit. 

^ Compliance ^che^nle reports 

Reports ofcompliance or noncompliancewith,or any progress reports on, interimand final requirements 
contained in any compliance schedule of this permit shall be submitted no later than 14daysfollowing each 
schedule date. 

^ Unanthorizerl Discharges 

Except in compliance with this permit,or another permit issued by the Board, it shall be unlawfulfor any 
person to: 

1. Discharge into state waters sewage, industrial wastes, other wastes, or any noxious or deleterious 
substances; or 

2. Otherwise alterthe physical, chemical or biological properties ofsuch state waters and make them 
detrimental to the public health, or to animal or aquatic life, or to the use of such watersfor domestic or 
industrial consumption, or for recreation, orfor other uses. 

G. reports ofUnanthorize^ Discharges 

Any permittee who discharges or causes or allowsadischarge of sewage, industrial waste, other wastes or any 
noxious or deleterious substance into or upon state waters in violation of Part tLE.;or who discharges or 
causes or allowsadischarge that may reasonably be expected to enter state waters in violation ofPart ILL., 
shall notify the Department ofthe discharge immediately upon discovery ofthe discharge, but in no case later 
than24 hours after said discovery. Awritten report of the unauthorized discharge shall be submitted to the 
Department,within five days of discovery of the discharge. The written report shall contain: 
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1. A description ofthe nature and location ofthe discharge; 
2. The cause ofthe discharge; 
3. The date on which the discharge occurred; 
4. The length oftime that the discharge continued; 
5. The volume ofthe discharge; 
6. Ifthe discharge is continuing, how long it is expected to continue; 
7. I f the discharge is continuing,what the expected total volume of the discharge will be; and 
8. Any steps planned ortaken to reduce, eliminate and preventarecurrence of the present discharge or any 

future discharges not authorized hy this permit. 

Discharges reportable to the Department under the immediate reporting requirements 
exempted from this requirement. 

trL reports ofUnnsnal or ^traor^inary Discharges 

If any unusual or extraordinary discharge includingabypass or upset should occurfromatreatment works 
and the discharge enters or could he expected to enter state waters, the permittee shall promptly notify,in no 
case later than24hours, the Department by telephone after the discovery of the discharge. Thisnotilication 
shall provide all available details ofthe incident, including any adverse affects on aquatic life and the k^ 
number of fish killed. The permittee shall reduce the report to writing and shall submit it to the Department 
withinlivedaysofdiscovery of thedischargeinaccordance with Part I f l .2 . Unusualandextraordinary 
discharges include but are not limited to any discharge resultingfrom: 

1. Unusual spillage of materials resulting directly or indirectlyfrom processing operations; 
2. Breakdown ofprocessing or accessory equipment; 
3. Failure or taking out ofservice some or all ofthe treatment works; and 
4. Flooding or other acts of nature. 

L reports ofNoncomp^iance 

Thepermittee shallreportany noncompliance whichmay adversely affect state watersor may endanger 
public health. 

1. An oral report shall be provided within24hoursfrom the time the permittee becomes aware of the 
circumstances. Thefollowing shall be included as intormation which shall be reported within24hours 
under this paragraph: 
a. Any unanticipated bypass; and 
b. Any upset which causesadischarge to surface waters. 

2. Awritten report shall be submitted within^days and shall contain: 
a. Adescription of the noncompliance and its cause; 
b. The period ofnoncompliance, including exact dates and times, and ifthe noncompliance has not been 

corrected, the anticipated time it is expected to continue; and 
c. Steps taken orplanned to reduce, eliminate, and prevent reoccurrence ofthe noncompliance. 

The Board may waive the written report onacase-by-casebasisfor reports of noncompliance under Part 
II . I . i f the oral report has been received within24hours and no adverse impact on state waters has been 
reported. 

3. The permittee shall report all instances ofnoncompliance not reported under Parts tLi.l .or 1.2., in 
writing, at the time the next monitoring reports are submitted. The reports shall contain the information 
listed inPartIIT.2. 
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NOTE: Theimmediate (within 24hours) reports required in PartstTO.,H.andEmayb^ 
Department's Northern Regional Office at (703) 583-3800 (voice) or 
httn^/www.de^.vir^inia^ov/Pro^rams/Po^ntion^esponsePrenaredness . For 
repots outside normal working hours, leave a message and this shall fulfill the immediate reporting 
requirement. For emergencies, the Virginia Department of Emergency Services maintains a 24-hour 
telephone serviceatl-800-468-8892. 

^ Notice oftPIanne^ Changes 

1. The permittee shall give notice to the Department as soon as possible ofany planned physical alterations 
or additions to the permitted facility. Notice is required only when: 

a. The permittee plans alteration or addition to any building, structure,facility,orins^ 
which there is or may beadischargeofpollutants, the construction of which commenced: 

1) After promulgation of standards of performance under Section 306 of OleanWater Act which are 
applicable to such source; or 

2) After proposal of standards ofperformance in accordance with Section 306 of OleanWater Act 
which are applicable to such source, but only ifthe standards are promulgated in accordance with 
Section 306 within 120 days of their proposal; 

b. The alteration or addition could significantly change the namre or increase the quantity of pollutant 
discharged. This notification applies to pollutants which are subject neither to effluent limitations nor 
to notification requirements specified elsewhere in this permit; or 

c. The alteration or addition results inasignificant change in the permittees sludge use or disposal 
practices, and such alteration, addition, or change may^ustify the application ofpermit conditions that 
are differentfrom or absent in the existing permit, including notification of additional use 
sites not reported during the permit application process or not reported pursuant to an approved land 
application plan. 

2. The permittee shall give advance notice to the Department ofany planned changes in the permitted 
facility or activity which may resultinnoncompliance with permit requirements. 

^ ^Sî natory requirements 

1. Applications. All permit applications shall be signed asfollows: 

a. Eoracorporation:byaresponsible corporate officer. Tor the purpose of this section,aresponsible 
corporate officer means: 
1) Apresident, secretary,treasurer, or vice-president of the corporation in charge ofaprincipal 

business function, or any other person who performs similar policy-or decision-making functions 
for the corporation, or 

2) The manager of one or more manufacturing, production, or operatingfacilities, provided the 
manager is authorized to make management decisions which govern the operation ofthe 
regulatedfacility including having the explicit or implicit duty of making mâ or capital 
investment recommendations, and initiating and directing other comprehensive measures to 
assure long term environmental compliance with environmental laws and regulations; the 
manager can ensure that the necessary systems are established or actions taken to gather complete 
and accurate informationfor permit application requirements; and where authorityto sign 
documents has been assigned or delegated to the manager in accordance with corporate 
procedures; 
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b. Forapartnership or sole proprietorship: byageneral partner or the proprietor,respectively; or 

c. Foramunicipality,state,federal, or other public agency: by eitheraprincipal executive officer or 
ranking elected o f f i c e For purposes ofthissection,aprincipal executive officer ofapublic agency 
includes: 

1) The chief executive officer of the agency,or 
2) A senior executive officer having responsibilityfor the overall operations ofaprincipal 

geographic unit ofthe agency. 

2. Reports, etc. All reports required by permits, and other information requested by the Board shall be 
signed byaperson described in Fart tFr^.l.,or byaduly authorized representative of that person. A 
person isaduly authorized representative only if: 

a. The authorization is made in writing byaperson described in Fart tTr^.l.; 

b. The authorization specifies either an individual oraposition having responsibilityforthe overall 
operation of the regulatedfacility or activity such as the position of plant manager, operator ofawell 
orawell field, superintendent, position of equivalent responsibility,or an individual or position 
having overall responsibilityfor environmental mattersforthe company. (A duly authorized 
representative may thus be eitheranamed individual or any individual occupyinganamed position.); 
and 

c. The written authorization is submitted to the Department. 

3. Changes to authorization. If an authorization under Fart is no longer accurate becauseadifferent 
individual orposition has responsibilityforthe overall operation of thefacility,anewauthori^^ 
satisfying the requirements ofFarttFr^.2.shall be submitted to the Department priorto or together wi^^ 
any reports, or information to be signed by an authorized representative. 

4. Certification. Any person signingadocument under Farts tt, 1 .̂1.or r^.2.shall make thefollowing 
certification: 

^certify under penalty oflaw that this document and all attachments were prepared under my 
direction or supervision in accordance with a system designed to assure that qualified 
personnel properly gather and evaluate the information submitted. Based on my inquiry ofthe 
person or persons who manage the system, or those persons directly responsible for gathering 
the information, the information submitted is,to the best of my l^owledge and belief, true, 
accurate, and complete, tarn aware that there are significant penaltiesforsubmittingfalse 
information, including the possibility of fine and imprisonmentfor lowing violations.^ 

LD Duty to Comply 

Thepermitteeshallcomply withallconditionsofthispermit. Any permit noncomplianceconstitutesa 
violation of the StateWater Control Law and the CleanWater Act, except that noncompliance with certain 
provisions of this permit may constituteaviolation of the State Water Controls 
Act. Permit noncompliance is grounds for enforcement action; for permit termination, revocation and 
reissuance, ormodification;ordenialofapermit renewal application. 

The permittee shall comply with effluent standards or prohibitions established under Section 3 ^ 
CleanWaterActfor toxic pollutants and with standardsfor sewage sludge use or disposal established under 
Section405(d)ofthe Clean Water Act withinthetime provided intheregulationsthatestablishthese 
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standards or prohibitions or standardsfor sewage sludge use or disposal, even if this permit has not yet been 
modified to incorporate the requirement. 

MDDnty to reapply 

If the permittee wishes to continue an activity regulated by this permit after the expiration 
the permittee shall applyfor and obtainanew permit. All permittees withacurrently effective permit shall 
submitanew application at leastl^O days before the expiration date of the existing permit, unless per^ 
foraiater date has been granted by the Board. The Board shall not grant permissionfor applications to be 
submitted later than the expiration date ofthe existing permit. 

^ effect ofa^ermit 

This permit does not convey any property rights in either real or personal property or any exclus 
nor doesit authorize any injury toprivatepropertyorinvasionof personal rights,or any infringement of 
federal, state or local law or regulations. 

Ô  ^tate^aw 

Nothing in this permit shall be construed to preclude the institution of any legal action under, or relieve the 
permitteefromany responsibilities, liabilities,orpenaltiesestablishedpursuanttoany other state lawor 
regulation or under authority preserved by Section510of the OleanWater Act. Except as provided in permit 
conditions on^bypassing^(Part^ 
relieve the permittee from civil and criminal penaltiesfor noncompliance. 

^ Oil anrlHazar^ons Substance Liability 

Nothing in this permit shall be construed to preclude the institution of any legal action or relieve the pe 
from any responsibilities, liabilities, or penalties to which the permittee is or may be s u ^ 
62144^14 th rough6214434^of^ 

Q̂  proper Operation an^ Maintenance 

The permittee shall at all times properlyoperate and maintain allfacilities and systems of treatment and 
control (and related appurtenances)which are installed or used by the permittee to achieve compliance with 
the conditions of this permit. Proper operation and maintenance also includes effective plant performance, 
adequate funding, adequate staffing, and adequate laboratory and process controls, including appropriate 
quality assurance procedures. This provision requires the operation of back-up orauxiliary facilities or 
similar systems which are installed by the permittee only when the operation is necessary to achieve 
compliance with the conditions of this permit. 

^ Disposal of^olitls or Singes 

Solids, sludges or other pollutants removed in the course of treatment or management of pollutants shall be 
disposed of inamanner so as to prevent any pollutantfrom such materialsfrom entering state waters. 

^ Dntyto Mitigate 

The permittee shall take all reasonable steps to minimize or prevent any discharge or sludge use or disposal in 
violation of this permit which has a reasonable likelihood of adversely affecting human health or the 
environment. 
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^ Neerl to Halt or ^erlnce Activity notaDefense 

It shall not beadefenseforapermitteeinan enforcement action that it would have been necessary to halt 
reduce the permitted activity in order to maintain compliance with the conditions of this permit. 

U^ Bypass 

1. ^Bypasŝ  means the intentional diversion of waste streamsfrom any portion ofatreatmentfacility^ The 
permittee may allow any bypass to occur which does not cause effluent limitations to be exceeded, but 
only if it also isfor essential maintenance to assure efficient operation. These bypasses are not subject to 
the provisions ofPartsTTU.^.andU.3. 

2. Notice 
a. Anticipated bypass, I f the permittee knows in advance of the needforabypass, prior notice shall be 

submitted, ifpossible at least ten days before the date ofthe bypass. 
b. Unanticipated bypass. The permittee shall submit notice ofan unanticipated bypass as required in 

Partll.I. 

3. Prohibition ofbypass. 
a. Bypass is prohibited, and the Board may take enforcement action againstapermitteefor bypass, 

unless: 
1) Bypass was unavoidable to prevent loss oflife, personal in^ury,or severe property damage; 
2) There were nofeasible alternatives to the bypass, such as the use of auxiliary treatmentfaci^ 

retention ofuntreated wastes, or maintenance during normal periods of equipment downtime. 
This condition is not satisfied if adequate back up equipment should have been installed in the 
exercise of reasonable engineering^udgment to preventabypass which occurred during normal 
periods of equipment downtime or preventive maintenance; and 

3) The permittee submitted notices as required under Part II.U.2. 

b. The Board may approve an anticipated bypass, after considering its adverse effects, ifthe Board 
determines that it will meet the three conditions listed above in Part II.U.3.a. 

^ Upset 

1. An upset constitutes an affirmative defense to an action broughtfor noncompliance with technology 
based permit effluent limitations ifthe requirements ofPartII.V.2.are met. Adetermination made during 
administrative review of claims that noncompliance was caused by upset, and before an actionfor 
noncompliance, is notafinal administrative action subject to^udicial review. 

2. Apermittee who wishes to establish the affirmative defense of upset shall demonstrate, through prope 
signed, contemporaneous operating logs, or other relevant evidence that: 

a. An upset occurred and that the permittee can identify the cause(s)of the upset; 
b. The permittedfacility was at the time being properly operated; 
c. The permittee submitted notice of the upset as requiredinPartlfl.; and 
d. The permittee complied with any remedial measures required under Part IfS. 

3. many enforcement proceeding the permittee seeking to establish the occurrence of an upset has the 
burden of proof. 
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V^ Inspection an^^ntry 

The permittee shall allow the Director, or an authorized representative, upon presentation of credent̂ ^̂  
other documents as may be required by law,to; 

1. Enter upon the permittees premises wherearegulatedfacility or activity is located or conduce 
where records must be keptunderthe conditions ofthis permit; 

2. Have access to and copy,atreasonable times, any records that must be keptunderthe conditions of this 
permit; 

3. Inspect atreasonable times anyfacilities, equipment (mcluding monitoring and control equipment), 
practices, or operations regulated orrequiredunderthis permit; and 

4. Sample or monitor at reasonable times,forthe purposes of assuring permit compliance or as otherwise 
authorized by the CleanWater Act and the State Water Control Eaw,any substances or parameters at any 
location. 

Eor purposes of this section, the timefor inspection shall be deemed reasonable during regular business hours, 
and whenever the facility is discharging. Nothing contained herein shall make an inspection umeasonable 
during an emergency. 

^ permit Actions 

Permits may be modified, revoked and reissued,or terminated tor cause. Thefilingofarequestbythe 
permittee forapermitmodification, revocation and reissuance, or termination, oranoti^^ 
changes or anticipated noncompliance does not stay any permit condition. 

Y^ transfer of permits 

1. Permits are nottransferable to any person except after notice to the Department. Except as provided in 
Part If.Y.2.,apermit may be transferred by the permittee toanew owner or operator only i fm^ 
has been modified or revoked and reissued, oraminormodification made, to identify the new permittee 
and incorporate such other requirements as may be necessary underthe State Water Control Eaw and the 
CleanWaterAct. 

2. As an alternative to transfers under Part tt .Y.l. , this permit may be automatically 
permittee if; 
a. The current permittee notifies the Department at least 30 days in advance ofthe proposed transfer of 

the title to the facility or property; 
b. The notice includesawritten agreement between the existing and new permittees containinga 

specific datefortransfer of permit responsibility,coverage, and habilityber^ 
c. The Board does not notify me existing permittee and the proposed new permittee of its intend 

modify or revoke and reissue the permit. Ifthis notice is not received, the transfer is effective on the 
date specified in the agreement mentioned in Part ff.Y.2.b. 

Z^ severability 

The provisions of this permit are severable,and i f anyprovision of this permit or the applicationof any 
provisionofthispermittoany circumstanceisheldinvalid, theapplicationof suchprovisiontoother 
circumstances, and the remainder ofthis permit, shall not be affected thereby. 


